
 
 
This annual report contains information about the quality of 
the water supplied by the U.S. Navy Water System during the 
period of January 1 to December 31, 2009. Included as part of 
this report is a table entitled “2009 U.S. Navy Water Quality 
Data”, which provides details on the water quality of our 
system.  
 
This report will help you, our customer, understand the 
relationship between the contaminants found in drinking water, 
activities that may contaminate the water supply, and their 
associated health effects. 
 
The U.S. Navy Water System 
 
The Naval Facilities Engineering Command Marianas 
operates the U.S. Navy Water System with support provided 
by our Base Operations Support contractor, DZSP21, LLC. 

 
The primary source of water for the 
Navy Water System is the Fena 
Reservoir.  It is supplemented by the 
Almagosa and Bona Springs and is 
processed at the Navy Water 
Treatment Plant prior to distribution.   
 

Groundwater wells from Naval Hospital, Barrigada, and 
Finegayan further augment our water system.  
 
Why are contaminants found in my water? 
 
As water moves over land or through the ground, it dissolves 
naturally occurring minerals and, in some cases, radioactive 
material, and can pick up substances resulting from the 
presence of animals or from human activity.  Contaminants 
that may be present in untreated water include: 
 
 Microbial contaminants, such as viruses and bacteria, which 
may come from sewage treatment plants, septic systems, 
agricultural livestock operations, and wildlife; 
 Inorganic contaminants, such as metals, which can be 
naturally occurring or result from urban stormwater runoff, 
industrial or domestic wastewater discharges, oil and gas 
production, mining, or farming; 
 Pesticides and herbicides, which may come from a variety 
of sources such as agriculture, urban stormwater runoff, and 
residential uses; 
 Radioactive contaminants, which can be naturally occurring 
or be the result of oil and gas production and mining activities; 
 Organic chemical contaminants, including synthetic and 
volatile organic chemicals, which are byproducts of industrial 

processes and petroleum production, and can come from gas 
stations, urban stormwater runoff, and septic systems. 
 
In order to ensure that tap water is safe 
to drink, EPA created regulations that 
limit the amount of certain contaminants 
in water provided by public water 
systems. FDA regulations establish 
limits for contaminants in bottled water 
that must provide the same protection 
for public health. 
 
Drinking water, including bottled water, may reasonably be 
expected to contain small amounts of some contaminants. 
The presence of contaminants does not necessarily indicate 
that the water poses a health risk. More information about 
contaminants and potential health effects can be obtained by 
calling EPA’s Safe Drinking Water Hotline at 1-800-426-4791. 
 
National Primary Drinking Water Regulations set limits for 
contaminants in drinking water and standards for water 
treatment that primarily safeguard health.  We are required to 
monitor your drinking water for specific contaminants on a 
regular basis. 
 
Monitoring, Reporting and Violations 
 
In 2009 the Navy Water System met all primary drinking water 
standards except for the treatment technique standard for 
turbidity.  The Guam Primary Safe Drinking Water Regulations 
set the maximum turbidity of the treatment plant’s combined 
filtered water at one (1) Nephelometric Turbidity Units (NTU). 
On April 6, 2009, one filter failed to operate properly and 
allowed partially filtered water to pass through and raised the 
combined filtered water turbidity to 1.5 NTU. The treatment 
plant operators immediately shut down the defective filter, and 
within 30 minutes, filtered water turbidity fell below 1 NTU. 
 
Turbidity is a measure of the cloudiness of water and is used 
to indicate water quality and filtration effectiveness. Turbidity 
has no health effects. However, turbidity can interfere with 
disinfection process and provide a medium for microbial 
growth. Turbidity may indicate the presence of disease 
causing organisms.  These organisms include bacteria, 
viruses, and parasites that can cause symptoms such as 
nausea, cramps, diarrhea, and associated headaches.   
 

In the first quarter of 2009, we were late in 
submitting some of our results and did not 
complete all the monitoring requirements at 
one well before it went off line.  Therefore 
we cannot be sure of the quality of our 
drinking water at that time. 
  
Monitoring of our source water as required 

by Long Term 2 Enhanced 
Surface Water Treatment Rule (LT2ESWTR) indicated the 

presence of Cryptosporidium in 1 out of 24 sampling events. 
Based on the initial monitoring, no additional treatment will 
be required at the Navy Water Treatment Plant. 
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Cryptosporidium is a microbial pathogen found in surface 
water throughout the U.S.  Although filtration removes 
Cryptosporidium, the most commonly-used filtration system 
methods cannot guarantee 100% removal. Current test 
methods do not allow us to determine if the organisms are 

dead or if they are capable of causing disease. Symptoms of 
infection include nausea, diarrhea, and abdominal cramps. 
Most healthy individuals can overcome the disease within a 
few weeks. However, immuno-compromised people, infants 
and small children, and the elderly are at greater risk of 
developing life-threatening illness. We encourage immuno-
compromised individuals to consult their doctor regarding 
appropriate precautions to take to avoid infection.  
Cryptosporidium must be ingested to cause disease, and it 
may spread through means other than drinking water.   
 
Health Precautions 
 
Some people may be more vulnerable to contaminants in 
drinking water than the general population. Immuno-
compromised persons such as cancer patients undergoing 
chemotherapy, persons who have undergone organ 
transplants, people with HIV/AIDS or other immune system 
disorders, some elderly and infants can be 
particularly at risk from infections.  These 
people should seek advice about drinking 
water from their health care providers. 
EPA/CDC guidelines on appropriate 
means to lessen the risk of infection by 
Cryptosporidium and other microbial 
contaminants are available from the Safe 
Drinking Water Hotline at1-800-426-4791. 

U.S. Navy Reservoir 

     
If present, elevated levels of lead can cause serious health 
problems, especially for pregnant women and young 
children. Lead in drinking water is primarily from materials 
and components associated with service lines and home 
plumbing. The Naval Facilities Engineering Command 
Marianas is responsible for providing high quality drinking 
water, but cannot control the variety of materials used in 
plumbing components. When your water has been sitting for 
several hours, you can minimize the potential for lead 
exposure by flushing your tap for 30 seconds to 2 minutes 
before using water for drinking or cooking. If you are 
concerned about lead in your water, you may wish to have 
your water tested. Information on lead in drinking water, 
testing methods, and steps you can take to minimize 
exposure is available from the Safe Drinking Water Hotline 
or at http://www.epa.gov/safewater/lead. 

http://www.epa.gov/safewater/lead


How Can I Report a Water Quality Complaint? 
 
Should you notice that your water is discolored, or if you 
have any concerns about your drinking water, we strongly 
encourage you to call our Service Support Center Trouble 
Desk at 333-2011. Arrangements can be made to have your 
water sampled and analyzed to ensure that it is safe to drink.   
 
How Can I Obtain Additional Information? 
 
For additional information about the U.S. Navy Water 
System or this report, please feel free to call the DZSP21 
Environmental Compliance Office at (671) 339-8023, the 
Naval Facilities Engineering Command Marianas 
Environmental Services Department at (671) 339-4100, or 
the Guam EPA Safe Drinking Water Program at (671) 475-
1660/1.  
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